Aiken Electric Cooperative, Inc.

PO Box 417 — 2790 Wagener Rd
Aiken, South Carolina 29802-0417
(803) 649-6245 — Fax (803) 641-8310

Permanent Mobile Home Overhead Service

Treated pole
See note 4
Pole must be properly guyed

Drip Loop

#—— See note 3
13 ft
T Minimum

< Qee note 2

=
S fi? z 1. Meter location must be approved
T by Aiken Electric Co-op
ﬁ} 2. All wiring shall be in accordance
5 T with the latest edition of the N.E.C.,

N.E.C.S. and any local government
agency having jurisdiction
Minimum height weather head 13ft

Lo

! [ Seenote 5 T 4. Pole minimum height 20ft
§ 15t Minimum diameter 6in
l @ l T T 5. Minimum size conduit 2 inches
3t 1t 6in 6. Four (4) conductor UF or use cable-
5t direct buried or in conduit.
Minimum l 7. Must have a minimum of two
“{\ grounding rods or grounding
f 3 electrode conductors per code.
v §
i b See note 6

— (round Rod
8Ft. Minimum X2, 6 feet apart



